D.A.B. SECURITY SYSTEMS, INC.

FIRE ALARM TEST
MA. LIC. 208C
Date:; March 30, 2007
Location: Theta Chi Fraternity Account Number: AA 8980 5C
85 Salisbury Street Fire Panel: Silent Knight 5208
Worcester, MA 01609
System on Test Yes | X Battery Backup Yes No
System Off Test Yes X Test/Clean Yes X No
Test Yes
DEVICE STATUS OF TEST |
DEVICE LOCATION ZONE COMMENTS
TYPE PASS | FAIL | NA |
BASEMENT
Washing Machine Room HD 1 X 135 Edwards Low Sound
Washing Maching Room PsS 1 X FireLite BG12
Party Room Mear Life HD 1 X 135 Chemetron 8781
Guard Chair
Party Room In Small Party o o1 | x 135 Edwards
Room
Party Room, Bar area AV MNAC X System Sensor
Party Room, Dance area AV [ NAC X System Sensor
Party Room, Entry area AV 3 NAC | X System Sensor
Party Room, Near Back AV | NAC X Space Age Lamp not working
Stairs |
Staircase near Party Room HD f 1 X 135 Edwards Should be a Smoke Detector
Boiler Room Ho | 8 X 194 Edwards EOL Low Sound
Large storage room AV | NAC X System Sensor
Sprinkler Room, Tamper N Potter OSYSU-2
e abeh ’ TAMP | 5 X
Sprinkler Room, Tamper Potter OSYSU-2
switch TAMF | 5 X
;.Sﬂtiz::lef Room, Pressure SWITCH \ 5 X United Electric 58-35 Augusto 03/30/07
Large Storage Room HD 1 X 135 System Sensor
Large Storage Room HD | 1 X 135 System Sensor
Large Storage Room HD 1 X 135 System Sensor
Large Storage Room AV l NAC X 135 System Sensor
l
| |
l
|
Device Type:
PSD = Photoelectric Smoke Detector LPSD = Local PSD HD = Heat Detector
AV = Audio Visual A = Audio V = Visual

P35 = Manual Pull Station F3 = Flow Sensar MT= Mot Tested 1ofd




Date: March 30, 2007

D.A.B. SECURITY SYSTEMS, INC.

FIRE ALARM TEST
MA. LIC. 209C

Location: Theta Chi Fraternity
85 Salisbury Street
Worcester, MA 01609

Account Number: AA 8980 5C
Fire Panel: Silent Knight 5208

DEVICE STATUS OF TEST
DEVICE LOCATION TYPE ZONE PASS l FAIL | NIA COMMENTS

{ FIRST FLOOR

| Dining Room Entrance PS 2 X FireLite BG12
Dining Room HD 2 X 135 Chemetron
Dining Room HD 2 X 135 Edwards
Dining Room HD 2 X 135 Edwards
Dining Room HD 2 X 135 Edwards
Kitchen Wall AN NAC X Space Age Lamp not working |
Kitchen Near Freezer HD 2 X 135 Edwards
Kitchen Near Dishwasher HD 2 X 135 Edwards
Entrance off TV room FS 2 X FCI
?:&1: Room above Fool HD 2 X 135 Chemetron
E:&et:azm above Ping HD 2 X 135 Chemetron
Game Room near Room 102 AN NAC X System Sensor
Entrance Off Game Room PS 2 X FireLite BG12 e
Near Staircase off Game | pon | o | x | Device 2-1 System Sensor 2-WTB
Room (West)
Near couch TV Room HD 2 X 135 Chemetron
:sg:gng Room off TV HD o X !_ 135 Edwards
Mear staircase off TV room AV NAC X | System Sensor
Near Room 101 PS 2 X FireLite BG10
Side door entrance AV NAC X System Sensor
Staircase near Room 101 AN NAC X System Sensor
Near Pool table AV NAC X Space Age
Room 101 LPSD X Firex PAD
Room 102 LPSD X Firex PAD
Hall near Room 102 PSD 2 X Device 2-2 System Sensor 2-WTB
Room 103 LPSD X Firex PAD
Hall Near Room 103 av_ | Nac | x Space Age
Bathroom opposite Room 103 HD 2 | X 135 Edwards
Bathroom opposite Room 103 v E NAC E X FCI
Room 104 | LPSD | | x Firex PAD
Bathroom opposite Room 104 | W |r NAC |[ X FCI
Room 105 | psD | | x Firex PAD
Hall near Room 105 5 AW s| NAC ] X System Sensor
Hall near Room 105 | PSD | 2 f X Device 2-3 System Sensor 2-WTB
Room 106 | LpsD | X Firex PAD
Staircase near Room106 | PS | 2 X FireLite BG12

3 ! L
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Device Type:

PSD = Photoelectric Smoke Detector
AV = Audio Visual

PS = Manual Pull Station

LPSD = Local PSD
A= Audio
F3 = Flow Sensor

HD = Heat Detector
W= Visual

MNT= Mot Tested 2of4







